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July 25, 2006

Charlene Johnson, Administrator
Birch Avenue Retirement Center
910 Birch Ave

Coeur D'Alene, ID 83814-4431

Dear Ms. Johnson:

On July 11, 2006, a Life Safety Code was conducted at Birch Avenue Retirement Center. The facility
was found to be providing a safe environment and safe, effective care to residents.

The enclosed form, stating no core issue deficiencies were cited during the survey, is for your records
only and need not be returned.

Should you have any questions about our visif, please contact me at (208) 334-6626.
Sincerely,

‘ P,, “ﬂ ‘:}ab{ «ﬁuuc Lsw B
JAMIE SIMPSON, BS, QRMP, MBA
Supervisor

Residential Community Care Program
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R9999| FINAL OBSERVATIONS R8999
The facllity was found to be in substantial
compliance with the fire and life safety Rules for
Residential or Assisted Living Facilities in |daho.
No core deficiencies were ciled during the
standard fireflife safety survey conducted on July
11, 2006.
The surveyor conducting the survey was:
Eric Mundell REHS
Team Leader
Health Facility Surveyor
Bureau of Facility Standards
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